This review paper specifically concentrates on heat transfer in micro-tubes and eleven experiments (on liquid flow) and two experiments (on gaseous flow) from 1991 to 2007 are reviewed critically with respect to measurement techniques, instrumentation; and factors like surface roughness and diameter that may play an important role at these small scales. Moreover, a comprehensive list of numerical and analytical results (for both liquid and gaseous flows) is presented in this paper. Interestingly, the effect of surface roughness on heat transfer does not seem to have been investigated thoroughly, as it has been observed to play a key role in influencing heat transfer at small diameters. The state-of-art review thus provides the contemporary experimenters in the field of minimicro channel heat transfer, this tabulated data that can be used to understand how the different parameters affect the heat transfer in these small scales and a data-bank to validate future numerical and experimental work. The present study identifies the various factors that have contributed in the disparity of results found in the literature and finds that there is a need to investigate certain issues like the effects of roughness, diameter, and secondary flow due to buoyancy on heat transfer and transition .Moreover, it was observed that the start and end of the transition region at these small diameters are not validated by the any of the existing macro-scale correlations.
INTRODUCTION
Advances in micro-fabrication techniques have resulted in miniaturization of technology in almost all fields of engineering and bio-mechanics. Devices like micro heat-exchangers show enhanced heat transfer owing to the increase in surface-tovolume ratio at small scales. Electronics cooling, microrefrigeration, cooling of reactor cores and blankets are some of the key areas where micro heat-exchangers are employed. The development of Micro-Electro Mechanical Systems (MEMS) has found major applications in sensor technology, microfluidic actuators and a myriad of new applications in biomedical engineering. However, previous experiments in singlephase heat transfer in micro-channels have shown a lot of disagreement with classical behavior. No concrete conclusion regarding the adherence to macro-scale behavior has been confirmed so far. Prior reviews (Obot, 2000; Papautsky et al., 2001; Sobhan and Garimella, 2001; Rostami et al., 2002) along with recent reviews (Celata, 2004; Morini, 2004; Hestroni, 2005 ) present a comprehensive information on heat transfer and fluid flow in micro-channels and micro-tubes. Micro-tubes are chosen in this study over other non-circular micro-channels to negate the aspect ratio effects on the flow that might affect the heat transfer at such small scales. Measurement and instrumentation techniques are reviewed for all the experiments to gain insight so as to identify the factors responsible for the observed deviation from macro-scale correlations. The study has been necessitated due to the large scattering of results amongst the existing experimental studies. The following are the objectives of this paper: uncertainties and observations for future researchers in the field of single-phase heat transfer in micro-tubes.
• Identify the various causes for discrepancies or contradictions observed in the existing literature. 
MACRO-SCALE HEAT TRANSFER CORRELATIONS
Various macro-scale correlations are used by researchers to compare and validate their experimental results. These correlations have performed with exceptional accuracy for heat transfer data in macro-tubes. However, at the micro-scales, there is considerable doubt regarding their validity. They are:
Laminar regime:
• Sieder-Tate correlation (Sieder and Tate, 1936) 
• Hausen correlation (Hausen, 1959) (Shah, 1975) 
Transitional regime:
• Hausen correlation (Hausen, 1959) ⎟
• Tam -Ghajar correlation (Tam and Ghajar, 2006) 
Nu l = laminar flow Nusselt Number Nu t = turbulent flow Nusselt Number a, b, c = Constants depending on inlet geometry (Please refer to Tam and Ghajar (2006) for further details on experiments, expressions for Nu l and Nu t and values of constants.)
• Gnielinski correlation (Gnielinski, 1976) :
Copyright © 2007 by ASMERange of Validity: 2300 < Re f < 5 × 10 6 Turbulent regime:
• Dittus-Boelter correlation (Dittus and Boelter, 1930) :
• Colburn analogy (Colburn, 1933) :
• Petukhov analogy (Petukhov, 1970 
Range of Validity: 10 4 < Re < 10 6 and 0.5 < Pr < 2000
LITERATURE REVIEW
The review treats the experimental and numerical studies on liquids and gases separately. Experiments on heat transfer in micro-tubes exhibit a mixed bag of results and some of the numerical studies on liquid flow confirm some contradictions with the experiments. A summary of experiments is shown in Table 1 while the details of the measurements and uncertainties are shown in Table 2 . Owing to the difficulty in conducting experiments on gases, it is observed that most of the gas-flow studies are either numerical or analytical. For gas flows, the effect of slip-flow and compressibility on Nusselt number and heat transfer is discussed in brief.
Experimental studies on liquid flow: Yu et al. (1995) performed heat transfer experiments in fused-silica tubes using distilled water as test fluid. Their experiments found that at low Reynolds number, the micro-tube heat transfer results agree with theory. However, for turbulent flows higher Nu values are observed and the divergence was found to increase with Re. The authors observed that the index of Prandtl number is reduced and Colburn analogy, Equation (10), was found to be invalid as j H changed with Reynolds number instead of being a constant value for macro-scale flow. Adams et al. (1998) investigated the heat transfer characteristics in micro-channels with diameters of 760 µm and 1090 µm for turbulent, single-phase forced convection of water. They found the Nusselt numbers to be higher than those predicted by classical correlations. Moreover, the authors found the deviation in the results increased with decrease in the tube diameter and increase in Reynolds numbers. Thus, their results were similar to those of Yu et al. (1995) . A modified version of the Gnielinski correlation, Equations (7) and (8) ( )
Where F is given by:
-5 and D o = 1.164mm. Kandlikar et al. (2001) investigated the effect of roughness on heat transfer in micro-tubes. The roughness was changed by etching the tubes with different acids. They observed that for the larger tube (1067 µm), the effect of roughness is negligible. For smaller tube (620 µm) an increase in roughness resulted in enhanced heat transfer. Celata et al. (2002) performed experiments on the thermal characteristics of capillary tubes of diameter 130 µm. They concluded that the conventional correlations were not valid to calculate the heat transfer coefficient. The range of transition regime for micro-scale and macro-scale were found to be in good agreement. They concluded that more investigations are necessary to uncover the reason for the variations. Bucci et al. (2003) examined the flow characteristics and forced convective heat transfer of water flowing in micro-tubes. The traditional correlations were not sufficiently adequate for the calculation of heat transfer coefficients. Heat transfer coefficient was found to be higher in the laminar regime while in the turbulent regime the variation was small. The smaller micro-tube showed a higher deviation compared to the others, but was in better agreement with the Adams et al. (1998) correlation; see Equations (14) and (15). Lelea at al. (2004) performed experiments on micro-tube heat transfer using water as the working fluid with a Reynolds number range of up to 800. In reference to their experimental set-up, they found the Nusselt numbers to be in good agreement to the conventional theories (see Figure 1 ). It was found that the Nusselt number was higher than theory at very low Reynolds numbers but reached a constant value as the Reynolds number increased. The heat input was found to be in the order of 0.5, 0.75, 1, and 2W. Owhaib and Palm (2004) conducted heat transfer experiments for single-phase forced convection flow of R134a through micro-tubes. They found that the data obtained agreed well with the classical macro-scale correlations but were not in agreement with the micro-scale correlations for the experimental data (see Figure 2 ). The variation of heat transfer coefficient is higher for smaller diameter tubes for turbulent flows. Grohmann (2005) conducted experiments on heat transfer measurements of micro-tubes using argon as the test fluid. The data obtained were in agreement with conventional correlations of macro-scale heat transfer coefficients. They explained the enhanced heat transfer coefficients to the increased influence of roughness which could be the decisive factor. They found there was no diameter dependence on the enhancement. They added a new roughness parameter to accommodate the enhancement in the correlation and the maximum error was less than 2.6%. Zhao and Liu (2006) studied the heat transfer characteristics and flow visualization of three working fluids using two different materials of tubes. The transition from laminar to turbulent was found to be much earlier than those predicted by the macro-scale theory. They found that the experimental Nusselt numbers were in agreement with the classical correlations only for low Reynolds number. For turbulent flow higher Nu values were observed. Yang and Lin (2006) conducted an experimental investigation on convective heat transfer of water flowing through micro-tubes of six different diameters. Their experimental data were in agreement with the conventional correlations for both laminar and turbulent regimes. For Re > 1000, heat transfer coefficients were found to increase with increasing Reynolds number. They attribute this to the fact that the flow is in the developing condition and the tube is not long enough to achieve fully developed flow. Celata et al. (2006) investigated experimentally the behavior of single-phase flow in micro-tubes with water as the working fluid. Thermally developing flow effects were observed in larger diameter while smaller diameter exhibited low Nu values at small Reynolds numbers. They concluded that the latter phenomena might be the effect of an unaccounted dissipation term which is negating the convective heat absorption, thereby giving a decreased value. Investigations on a tube of diameter 50 µm proved to be unrealistic due to the difficulty in the experimental set-up and the sensitivity of measurement errors resulting in large variation of heat transfer coefficient. Liu et al. (2007) performed experiments on the forced convective heat transfer of de-ionized water flowing through quartz micro-tubes. They conducted experiments with both the iso-flux and iso-thermal boundary conditions and found the difference considering both methods is small for laminar and transitional regimes. The authors found that Nusselt numbers were in agreement with the classical correlations in the laminar regime. For very low Reynolds numbers, the authors attribute the deviation to conjugate heat transfer effects. For the turbulent regime, they observed higher experimental Nusselt numbers than those predicted by conventional correlations. Moreover, the authors found that the effect of type of heating method diminishes at higher Reynolds numbers.
Numerical studies on liquid flow: Maynes and Webb (2004) investigated electro-osmotic flow through micro-tubes and found that viscous heating has no effect on Nusselt number at micro-scales. The authors note that reduction in Nusselt number for the iso-thermal boundary condition and an increase in Nu for the iso-thermal condition. Moreover, it is interesting to note that electro-osmotic phenomena takes place at extremely small Reynolds number, that are non-existent for high heat flux electronics-cooling applications. Liechty et al. (2005) extended the work of Maynes and Webb (2004) and studied the effect of arbitrary wall zeta potential on electro-osmotic heat transfer in micro-tubes. Their numerical results indicate that the predicted Nusselt numbers are lower than those calculated by assuming low wall zeta potential. Gari and Rahman (2005) numerically analyzed the effect of magnetic field on water flow through gadolinium microtube. Periodic application and removal of the magnetic field resulted in similar periodic variation in Nusselt number. The authors found that Nusselt number increased with higher magnetic field strength and Reynolds number. Moreover, they observed that changes in diameter had the highest effect on Nusselt number. Croce and D'Agaro (2004) investigated the effect of roughness on heat transfer in micro-tubes by employing a finite-element code. They concluded that the effect of roughness on heat transfer is quite small and within the Experimental uncertainties. However, they note that the geometry of the duct and shape of roughness may significantly alter Nusselt numbers. Bahrami et al. (2005) Gnielinski, Dittus-Boelter (Turbulent) study observed that higher surface roughness results in an increase in surface area that ultimately causes an enhancement in heat transfer. However, owing to the wide-scale disparity in experimental studies, the authors did not validate their model. Koo and Kleinstreur (2005) modeled the surface roughness by a porous medium layer and found that roughness doesn't significantly affect the heat transfer. Moreover, the authors suggest roughness does not play any role in Reynolds number dependence of Nusselt number. They found that thermal conductivity ratio between porous medium layer and bulk fluid is the most significant parameter affecting the heat transfer phenomenon. Experimental studies on gas flow: Choi et al. (1991) were the first researchers to investigate the heat transfer coefficients for flow of nitrogen gas in micro-tubes. Their data indicated significant deviations from the conventional correlations of macro-scale tubes. The Nusselt numbers on the turbulent flow for the heat transfer coefficients were found to be much larger than those predicted by the Colburn analogy. None of the correlations were in agreement with the experimental data obtained. They suggested that suppression of the turbulent eddy motion in the radial direction because of the small diameter of the tube to be one of the reasons for this deviation. Their correlation for laminar and turbulent regimes is shown in Equations (17) and (18) Guo and Wu (1997) were one of th umerically investigate the effect of compre n h transfer in micro-tubes. They used the forward difference forward marching procedure to solve the governing equations of momentum and energy. The authors note that a fully developed condition can never occur for a compressible gas flow for both the velocity and temperature profiles. They observed that Nu increased along the flow direction with an increase in compressibility. Ameel et al. (1997) presented an analytical solution of laminar flow for gases in very small micro-tubes. The authors studied the effect of Knudsen number on heat transfer characteristics of the fluid. Their results showed that for the constant heat flux (iso-flux) boundary condition, the Nusselt number decreased with an increase in Knudsen number (see Figure 4) . Also shown in Figure Figure Tunc and Bayazitoglu (2001) analyzed the effects of slip flow and viscous heating on heat transfer of gases in m ct of slip flow is characterized by Knudsen number (Kn) while viscous heating can be represented by changes in Brinkmann number (Br). The authors observed that when the temperaturejump is considered, Nu decreases with Kn and opposite effects are observed when they are not included in the analyses. Similar to previous results, the authors report decrease in Nu with Kn. Moreover, the effect of viscous dissipation increased Nu for isothermal case and decreased Nu for the iso-flux case. Chen and Kuo (2003) investigated low Reynolds number gaseous flow analytically and numerically. They ob elation between analytical and numerical solutions at very low Reynolds number (0.0025 < Re < 0.02). Moreover, the authors note that as the Reynolds number increases, the iso-thermal assumption does not hold and hence analytical solutions are incapable of predicting correct values of Nu at higher Reynolds number. The authors validated their iso-thermal case numerical results with the experimental results of Choi et al. (1991) and found that the numerical predictions hold well only till Re ≈ 100 to 200. The authors attribute the deviation to the expansion process occurring at the micro-tube outlet and temperature measurement chamber. This causes a reduction on outlet temperature and consequently an increase in Nusselt number. Moreover, they noted that at high Reynolds number this effect may be more pronounced resulting in further deviation. Chen and Kuo (2004) extended their previous study to include turbulent flow in a 50 µm tub ors used the Baldwin and Lomax two-equation algebraic model. Their observation is tabulated as shown in Table 3 . ER AND R UGHNES EM The most significant factor that affects the uncertainty is the diameter measurement. Precise measurement of micro-tube diameter is hence an inherent part of micro-tube studies. Scanning Electron Microscope (SEM) is widely used for accurate diameter measurement. Figure 5 shows a SEM image from Celata et al. (2002) .
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In early studies Choi et al. (1991) and Yu et al. (1995) measured the roughness using computer enhanced laser interferometric technique (WYCO Corp.). They used a computer-software to determine the roughness by scanning images of the surface profiles. The authors reported a measurement uncertainty of 0.2 nm in this process. Kandlikar et al. (2001) 
TEMPERATURE MEASUREMENT
It is generally observed that pressure drop measurement and flow rate measurement do not significantly contribute to the experimental uncertainties. However, surface temperature measurement and bulk temperature measurement of a fluid flowing in a micro-tube may prove to be challenging and a leading source of error in heat transfer experiments. The various temperature measurement techniques are discussed in this section. They are:
• Thermocouples (K-type or T-type) • Platinum resistance thermometers (PRT)
• Measuring vapor pressure of condensed water Table 2 shows the method used by different experimenters along with the uncertainty associated with it. It is observed from the literatures that thermocouples and PRTs are adequate and perform well for bulk fluid temperature measurements at inlet and outlet manifolds. At these sections the velocity of the fluid is extremely small compared to those inside the micro-tube and hence static conditions prevail. However, surface temperature measurements (especially local temperature distributions) may prove to be quite challenging. The thermocouples and its adhesive may be a source of additional thermal resistance and the cause of losses through conduction.
Recent non-contact methods (IR camera and LCT) have the advantage of faster time response and hence can detect surface temperature fluctuations quite effectively. Yang and Lin (2006) make use of LCT while Zhao and Liu (2006) use the IR camera for surface temperature measurements.
An indirect method in iso-thermal experiments is the evaluation of vapor pressure to determine the condensing vapor temperature (Celata et al., 2002; Bucci et al., 2003 and Liu et al., 2007) . So, at atmospheric pressure, the saturation temperature of steam is 100 o C. These high temperatures may cause variation in fluid properties like viscosities, resulting in change in Reynolds numbers.
OBSERVATIONS
Various factors contributing to the disparity of results can be identified from the literature. They are:
• Measurement of local heat flux at the inner wall of the micro-tubes: Analytical solutions and numerical modeling is often sought to obtain local properties at the inner wall. Moreover, finding local temperature distribution is often quite challenging.
• Measurement of average wall-temperature: Different data reduction techniques are used depending on the definition of heat transfer coefficient.
• Conjugate heat transfer may be one of the causes of disparity at very low Reynolds number; hence the Nu values are less than theory and Reynolds number dependence is observed. This dependence was found to reduce as Reynolds number increased (Liu et al., 2007) .
• Entrance length effects may be predominant in larger diameter micro-tubes. (Liu et al., 2007; Yang and Lin, 2006; Celata et al., 2006) . Yang and Lin (2006) found that the largest diameter followed correlations of Shah and Bhatti (1987) in thermal developing length region. Other smaller diameter were found to agree only later downstream of the channel.
• High Surface Roughness: Roughness may be one of the causes influencing enhanced heat transfer. Kandlikar et al. (2001) is the only study that experimentally investigated the effect of roughness on heat transfer. Moreover, results of the numerical studies on roughness (Croce and D'Agaro, 2004; Bahrami et al., 2005; Koo and Kleinstreur, 2005) contradict the experimental observation of Kandlikar et al. (2001) .
• Heat loss can occur by conduction through the connecting wires, leads, tubing etc. This is predominant only in cases of extremely low fluid flow and high heat input (Celata et al., 2006) .
• Viscous heating might be one of the causes for enhancement in heat transfer at these small scales (Celata et al., 2006 ).
• For iso-thermal boundary condition, at pressures of 1 atm, condensation of steam occurs at a high temp of 100 o C. Change in properties like viscosity with temperature can cause errors in measurement. Hence it is advisable to limit the temperature drop across the micro-tube to be around 20 o C (Yu et al., 1995) .
• The present study observes that the effect of secondary flow due to buoyancy has not been studied in detail in the literature and this effect might also play a key role in understanding the heat transfer phenomena in micro-tubes.
Effect of roughness and diameter on heat transfer (see Table 4 ):
• For laminar flows from column 5 of Table 4 , one can observe that Yang and Lin (2006) agree with theory. Most of the studies agree till a particular Reynolds number after which higher values of Nu are observed. This Reynolds number seems to be a function of diameter for low roughness tubes (Liu et al., 2007) and a function of roughness (Zhao and Liu, 2006) for high roughness values. Apart from these studies, results of Lelea et al. (2004) and Owhaib and Palm (2004) also tend to be in agreement with theory. It is seen that lowest diameter used by Owhaib and Palm (2004) is 800 µm, and no • It can be observed for Turbulent flows (see column 6 of Table 4) that other than Bucci et al. (2003) and Yang and Lin (2006) all other experiments exhibit higher Nusselt numbers than classical correlations. In most experiments, the deviation decreases as with an increase in diameter or decrease in Reynolds number.
• Transition in micro-tubes doesn't seem to compare with any of the classical correlations (see column 7 of Table 4 ). While some experimenters find an increase in transition Reynolds number with increasing micro-tube diameters (Zhao and Liu, 2006; Liu et al., 2007) others observe an exact opposite result (Bucci et al., 2003) . Tam and Ghajar (2006) obtained correlations for transitional regime in macro-tubes, Equation (6). They also investigated in detail the effect of mixed convection and inlet configurations on the start and end of the transition region. Their correlation performed remarkably well when compared to the experimental data and is recommended for validation purposes in the transition region. Further experiments are thus needed to confirm accurately, the behavior of start and end of the transition region. 
